RAJASTHAN MEDICAL SERVICES CORPORATION LTD.

(A Government of Rajasthan underiaking)

GANDHI BLOCK, SWASTHYA BHAWAN, TILAK MARG, JAIPUR

PHONE NO: 141-2223887, Fax No. 0141-51110490, CIN:U24232R)20118GC035067 E-mail Id- edepmrmsc-rj@nic.in

No. F-8( ) RMSC/EPM/N-4/15-16/NTB-108/ J 74, 2 Daed: 23 [/=] (5

CLARIFICATION/CORRIGENDUM

. {
Subject:- Amendment under NIB No. F-8() RMSC/EPM/M—4/1$-16/NIB—108/ 1283
Dated: 10.09.2015 for the procurement of R.O.Watel/" Purifier.

1. In reference to above cited subject and NIB No.-108, The Technical Specification of
items (Section-V, Schedule of Supply, Point no. 3) are here by amended as below:-

@) Specification of 50 LPH RO water Purifier + UV

S.N. : Specification Minimum Requirement
1 Permeate (Purified Water) Production Capacity ‘50 LPH
2 Operating Power Supply 230+ 10% V AC, 50 Hz.
3 No. of stages for filter cum purifier 7
4 Stages details | Particulate Filter —>Pre Carbon

Block Filter — >Anti Scalant Filter
-> Sediment Filter —>Reverse
Osmosis Membrane Filter —>
Post Carbon Block Filter —> UV

. Chamber
5 RO Membrane Rating 4 No. x 80GPD or Equivalent
6 % of Purified Water Recovery {Minimum)} 25%
7 % Rejection of TDS , 90%
3 RO Membrane Flushing Auto Flush @ Every Start, Every
Stop and Every One Hour—For 1
‘ Minute
9 Body Material Fully Metallic Body Covered
10 - | Rate of Consumahle like RO Membrane, Particulate Filter, carbon filter, Membrane Life
enhancer Filter & UV Chamber should be Provided by bidder in BOQ Tn e-proc Portal.
11 The Bidder should provide raw & product water quality Test certificate from any

NABL certified Testing Laboratory with Installation Report.

Other Terms & Conditions:

1. Manufacturer should be ISO 9001:2008 certified.
2. Guarantee: Two years on equipment from the date of installation, which Includes
- minimum 2 routine Service Visit per Year with all Replacements of Filter /
membranes/ UV Lamps ete. (If replacement required to restore proper functioning
of Purification system). :
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Installation will be done by supplier free of cost including all parts like tubes,
joints & attachments etc.

4. Firm should mention all the pre-installation requirements in technical bid.

5. The final technical approval of the items shall be after inspection of sample by technical
committee at the time of technical bid evaluation.

6. Comprehensive Maintenance Service: CMC will be given @ 5 % (of net rate- inclusive
of Excise Duty & exclusive of VAT/CST etc.) plus service tax (as applicable) and
yearly escalation of 5 % on last year’s CMC price. The CMC may be awarded for five
years (on yearly basis) after Guarantee period of two years.

(i) Specification of 15 LPH RO water Purifier + UV
S.N. Specification - Minimum Requirement
1 Permeate {Purified Water) Production Capacity 15 LPH
2 Operating Power Supply 230+ 10% V AC, 50 Hz.
3 No. of stages- for filter cum purifier 6 or 7 stages
{(includes all Filters, RO
Membranes, UV Chamber etc.)
4 RO Membrane Rating 80GPD or Equivalent
5 % of Purified Water Recovery (Minimum) 25%
6 9% Rejection of TDS 90%
=7 RO Membrane Flushing Auto Flush @ Every Start, Every
Stop and Every One Hour—For 1
Minute
8 Body Material ABS Food Grade Plastic -
9 Rate of Consumable like RO Membrane, Particulate Filter, carbon filter, Membrane Life
enhancer Filter & UV Chamber should be Provided by bidder in BOQ in e-proc Portal.
10 The Bidder should provide raw & product water quality Test certificate from any

NABL certified Tésting Laboratory with Installation Report.

Other Terms & Conditions :

el

Manufacturer should be ISO 9001:2008 certified.

Guarantee: Two years on equipment from the date of installation, which Includes
minimum. 2 routine Service Visit per Year with all Replacements of Filter /
membranes/ UV Lamps ete. (If replacement required to restore proper functioning
of Purification system).

Installation will be done by supplier free of cost including all parts like tubes ,
joints & attachments ete.

Firm should mention all the pre-installation requirements in technical bid.

The final technical approval of the items shall be after inspection of sample by technical
committee at the time of technical bid evaluation.

Comprehensive Maintenance Service: CMC will be given @ 5 % (of net rate- inclusive

of Excise Duty & exclusive of VAT/CST etc.) plus service tax (as applicable) and

-yearly escalation of 5 % on last year’s CMC price. The CMC may be awarded for five

years (on yearly basis) after Guarantee period of two years.
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2. TABLE-1
% . '
List of Equipment & Instruments {Ni8 No. 108)
Minimum Minimum aver;lge Bid Bid
I3 Name of Equipment & | Indicative ﬂve:;il}iﬁ;ﬁ;’ﬂss tu%ﬁ)?c?i“ﬁ fl‘:mt Security Security
) Instruments Quantity turnover for three financial (s For 8SI
N, (In no.) last three years (In Rs.) TUnits of
financial years | for (SSI Units of Raiasth
{In Rs.) Rajasthan) -ajasihan
Reverse Osmosis Water 203 Rs.1.00 | Rs.0.50 Crore | 200000 50000
1. | Purifier (50 Ltr.) Crore
Reverse Osmosis Water 10 Rs.1.00 | Rs.0.50 Croi‘e 4000 1000
2. | purifier (15 Lir.) Crore

3. The format of BOQ BF-IV is modified as below:-

Note:- The above estimated quantities are only indicative and may vary substantially
the above estimated quantities are only indicative for executing rate contract for
a specified period. If the procuring entity does not procure any subject matter of
procurement or procures less than the quantity indicated in the bidding
documents the bidder shall not be entitled for any claim or compensation. No
minimum quantity is guaranteed. Quantity/Capacity commitment of the firm in
BF-V and clause-2.6 (xii) shall be considered for placement of supply orders. \

BF-1V
Financial bid for quoted item
Net rate Rate of Ammount of Rate of Amount Total
per RST (VAT) RST Excise of excizse | Amoun

- packing | of éVAT} of d‘]ity Eit - duty tIn Rs,
S. Name Item With full Bran | Appro | Packin | unit (In ZIFS;S%W n(;_?cgf;{‘o 8 82 workout (6+8)
N. Specification d xQty. | g Unit Rs.) against C- | againstC- | included according

: form, if Form, if in net ly Col.
applicable | applicable rate) No.9
. (Cols)
1 2 3 4 5 & 7 8 9 10 11
L Reverse Osmosis 203
Water Purifier (50)Ltr,
2. Reverse Osmosis 10
Water Purifier (15)Ltr.
()  |'R.O. Membrane Single
= - - - - Do not quote rates here.
(i) | Particulate Filter Single 1
@ | Carbon Filter Single
(v) | Membrane Life Single
| enhancer Pilter
™) | UV Chamber Single
Rates shall only be filled in BOQ
https://eproc.rajasthan.gov.in

Note:- The.ratesof consumables shall not be included/considered for determining the lowest bidder.

Date

o 07

Signature

Name in Capitals

Company /Firm Seal




Note: -

Nk W=

The concessional CST against ¢- form shall be applicable.
The rate quote should be inclusive of excise duty but exclusive of sales tax./vat
Excise component should be separately shown in column no.10 for further reference
Rate should be quoted on separate sheets for each item.
Rate should be quoted only for packing units as mentioned in the bid
No quantity or cash discounts should be offered.

Read all the terms & conditions before filling the BF-IV.
Please quote rates in absolute amount only.

4. E-tenders are invited as per foiloWing time schedule:-

i STTRET

Last Date for Sale of Bid Form

Last Date of Receipt of Bid Form

Date of Opening of Technical Bid

25112015
Up to 11.00 AM.

25.11.2015
Up to 1.00 P.M.

28.11.2015
From 3.00 B.M.

Note: Please note that all above amendments/corrigendum in technical specifications/bid conditions is
the integral part of the bid document. This corrigenduny/ addendum should be signed and annexed with

bid document.

All other terms and conditions of bid shall remain the same.

This bears an approval of M.D., RMSCL, Jaipur.

No. F-8( ) RMSC/EPM/M-4/15-16/NIB-108/ / 7¢ =3

Copy to:-

1. M.D.RISL, Yojna Bhawan, Jaipur
2.  PAtoM.D., RMSC, Jaipur

3. AGM (IT), RMSC, Jaipur

4, QGnard File

Tk O
Executive Director (EPM)
RMSCL, Jaipur

Dated: ;_3/.,‘.)!\]’_

o g

Executive Director (EPM)
RMSCL, Jaipur



